
CONFEDERATED TRIBES OF WARM SPRINGS

INDIAN HEALTH SERVICES

1270 KOT-NUM ROAD, WARM SPRINGS, OR 97761 

WARM SPRINGS MODERNIZATION PHASE 1 

RENOVATION + EXPANSION

Project No: 21-010

Issue Date: June 28, 2023
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COVER SHEET
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PARKER

21-010

6/28/23

DD r2

Warm Springs
Modernization Phase I

1270 Kot-Num Rd
Warm Springs, OR 97761

6/28/23

Contract No: HHSI102201800007I

Task Order No: 75H70121F300012

No. Date Description
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APPLICABLE CODES AND STANDARDS:

2021 INTERNATIONAL BUILDING CODE 
2021 INTERNATIONAL PLUMBING CODE 
2021 INTERNATIONAL MECHANICAL CODE 
2021 INTERNATIONAL ENERGY CONSERVATION CODE 
2021 INTERNATIONAL FIRE CODE 
2017 NATIONAL ELECTRIC CODE 
ARCHITECTURAL BARRIERS ACT
2018 FGI for OUTPATIENT FACILITIES
2019 A/E IHS DESIGN GUIDE 
2021 NFPA 101 - LIFE SAFETY CODE 
2019 NFPA 72 
2019 NFPA 13 
2019 NFPA 20 
2019 NFPA 22 

JEFFERSON COUNTY APPLICABLE CODES AND STANDARDS:

https://www.jeffco.net/cd/page/building-codes-and-permits

VERIFY PERMIT APPLICATION WITH WARM SPRINGS DNR AND ANY OTHER 
LOCAL REQUIREMENTS

ALL CODES AND PROJECT APPLICATION REFER TO STATE OF OREGON CODES
https://www.oregon.gov/bcd/codes-stand/Pages/adopted-codes.aspx

2022 Oregon Structural Specialty Code (OSSC)
2021 Oregon Energy Efficiency Specialty Code (OEESC)
2021 Oregon Electrical Specialty Code (OESC)
2022 Oregon Mechanical Specialty Code (OMSC)
2021 Oregon Plumbing Specialty Code (OPSC)
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INFORMATION
SHEET

HARGREAVES

YAZZIE

21-010

6/28/23

DD r2

Warm Springs
Modernization Phase I

1270 Kot-Num Rd
Warm Springs, OR 97761

6/28/23

BLK(G) BLOCK(ING) 
BM BENCH MARK 
BO BOTTOM OF 
BOT BOTTOM 
BRG BEARING 
BRK BRICK 
BSMT BASEMENT 
BUR BUILT UP ROOFING  

CMWP COMPOSITE  METAL WALL PANEL 
C CHANNEL 
C/C CENTER TO CENTER 
CAB CABINET 
CB CHALK BOARD,CATCH BASIN 
CEM CEMENT 
CG CORNER GUARD 
CI CAST IRON 
CIP CAST IN PLACE 
CJ CONTROL JOINT 
CLG CEILING 
CLR CLEAR(ANCE) 
CMP CORRUGATED METAL PIPE 
CMTS COMMENTS 
CMU CONCRETE MASONRY UNIT 
CO CLEAN OUT 
COL COLUMN 
COMB COMBINATION 
CONC CONCRETE 
CONN CONNECTION 
CONST CONSTRUCTION 
CONT CONTINUOUS OR CONTINUE 
CORR CORRIDOR,CORRUGATED 
CPT CARPET  
CR CLEAN ROOM 
CSK COUNTERSINK
CT CERAMIC TILE 
CU CUBIC  
CU FT CUBIC FOOT (FEET) 
CW COLD WATER 

D DEPTH 
DEMO DEMOLISH, DEMOLITION 
DF DRINKING FOUNTAIN 
DIA DIAMETER 
DIAG DIAGONAL 
DIM DIMENSION 
DISP DISPENSER 
DN DOWN 
DO DITTO 
DP DAMPPROOFING 
DR DOOR 
DS DOWNSPOUT 
DTL DETAIL 
DWG DRAWING 
DWC DRYWALL CHANNELS (HAT) 

E EAST 
EA EACH 
EF EACH FACE 
EJ EXPANSION JOINT 
ELEC ELECTRIC(AL) 
ELEV ELEVATION,ELEVATOR 
EMER EMERGENCY 
EP EPOXY PAINT 
EPS EXPANDED POLYSTYRENE 
EQ EQUAL EQUIP EQUIPMENT 
ES EXPOSED STRUCTURE 
EST ESTIMATE 
EW EACH WAY 
EWC ELECTRIC WATER COOLER 
EXC EXCAVAT(E)(ION) 
EXH EXHAUST 
EXIST EXISTING 
EXP EXPANSION, EXPOSED 
EXT EXTERIOR 
EIFS EXT. INSULATION FINISH SYSTEM 

F FAHRENHEIT 
FA FIRE ALARM 
FAB FABRICATE 
FD FLOOR DRAIN 
FDN FOUNDATION 
FE(C) FIRE EXTINGUISHER(CABINET) 
FF FINISH FLOOR 
FHC FIREHOSE CABINET 
FHR FIREHOSE RACK 
FIN FINSH(ED) 
FL FLOOR 
FLA FLASHING 
FLEX FLEXIBLE  
FLUOR FLUORESCENT  
FO FACE OF  
FP FIREPROOF  
FR FIRE RETARDANT 
FRP FIBER REINFORCED PLASTIC 
FT FOOT,FEET 
FTG FOOTING 
FUR FURRED(ING) 
FUT FUTURE 

GA GAGE,(GUAGE) 
GALV GALVANIZED  
GC GENERAL CONTRACT(OR) 
GD GRADE  
GL GLASS, GLAZING 
GWB GYPSUM WALLBOARD 
GYP GYPSUM  
H(T) HEIGHT  
HB HOSE BIBB 
HC HOLLOW CORE 
HDBD HARDBOARD 
HD HEAVY DUTY 
HDWD HARDWOOD 
HDWR HARDWARE 
HM HOLLOW METAL 
HORZ HORIZONTAL 
HP HIGH POINT 
HR HOUR
HVAC HEATING/VENTILATING/ AIR CONDITIONING 
HW HOT WATER 

ICMWP INSULATED COMPOSITE METAL WALL 
PANEL 
ID INSIDE DIAMETER 
IE INVERT ELEVATION 
IN INCH(ES) 
INCL INCLUDING 
INSUL INSULATION 
INT INTERIOR 

JC JANITORS CLOSET 
JST JOIST 
JT JOINT 

KD KNOCKED DOWN 
KIT KITCHEN 
KO KNOCK OUT 
KP KICK PLATE  

L LENGTH,LONG  
LAB LABORATORY  
LAM LAMINATE  
LAV LAVATORY  
LF LINEAL FEET 
LH LEFT HAND  
LL LIVE LOAD 

LLH LONG LEG HORIZONTAL 
LLV LONG LEG VERTICAL 
LP LOW POINT 
LT LIGHT  
LTWT LIGHTWEIGHT 
LVR LOUVER  

MAS MASONRY  
MAX MAXIMUM  
MATL MATERIAL  
MED MEDIUM  
MECH MECHANICAL  
MET METAL  
MEZZ MEZZANINE  
MFR MANUFACTURER  
MH MANHOLE  
MM MILLIMETER 
MIN MINIMUM  
MISC MISCELLANOUS  
MO MASONRY OPENING  
MOD MODULAR  
MOV MOVABLE  
MTD MOUNTED 
MWP METAL WALL PANEL (SYSTEM)

N NORTH 
NA NOT APPLICABLE 
NIC NOT IN CONTRACT 
NOM NOMINAL 
NRC NOISE REDUCTION COEFFICIENTS 
NTS NOT TO SCALE 
NO NUMBER 

OA OVERALL 
OC ON CENTER(S) 
OD OUTSIDE DIAMETER 
OFF OFFICE 
OH OVERHEAD,OPPOSITE HAND 
OPG OPENING 
OPP OPPOSITE 
ORD OVERFLOW ROOF DRAIN

P PAINT(ED)  
PAR PARALLEL 
PART PARTITION 
PART BD PARTICLE BOARD 
PC PIECE 
PCC PRECAST CONCRETE 
PCF POUNDS PER CUBIC FOOT 
PREFAB PERFORATE(D)  
PERIM PERIMETER 
PERP PERPENDICULAR 
PF PREFABRICATED 
PJ PANEL JOINT 
PL PLASTER,PLATE,PROPERTY LINE 
PLBG PLUMBING 
PLAM PLASTIC LAMINATE 
PLF POUNDS PER LINEAL FOOT 
PNL PANEL 
PO POWER OPERATED 
PR PAIR 
PSF POUNDS PER SQUARE FOOT 
PSI POUNDS PER SQUARE INCH 
PT POINT 
PTD PAPER TOWEL DISPENSER 
PTR PAPER TOWEL RECEPTOR 
PVC POLYVINYL CHLORIDE 
PVMT PAVEMENT 
PLWD PLYWOOD 

QT QUARRY TILE 
QTR QUARTER 
QTY QUANTITY 

(R) RECESSED 
R RADIUS,RISER ROUND 
RA RETURN AIR 
RB RESILIENT BASE 
RCP REINFORCED CONCRETE PIPE,

REFLECTED CEILING PLAN 
RD ROOF DRAIN 
RE(F) REFERENCE 
RELO RELOCATION 
REPL REPLACE 
RES RESILIENT 
REV REVISION(S),REVISED 
RF RIGID FIBERGLASS 
RFG ROOFING 
RH RIGHT HAND 
RM ROOM 
RO ROUGH OPENING 
ROW RIGHT OF WAY 
RRF ROLLED RUBBER FLOORING 
REQ'D REQUIRED 
RWL RAINWATER LEADER 

S SEALED, SOUTH 
(S) SURFACE MOUNTED 
SC SOLID CORE, SEALED CONCRETE 
SCHED SCHEDULE 
SECT SECTION 
SD STORM DRAIN 
SDG SIDING 
SF SQUARE FEET 
SHT SHEET 
SHWR SHOWER 
SIM SIMILAR 
SL SHEET LINOLEUM 
SM SHEET METAL
SP SOUNDPROOF 
SPECS SPECIFICATIONS 
SPKR SPEAKER 
SPL SPECIAL 
SQ SQUARE 
SS SERVICE SINK 
SST STAINLESS STEEL 
STD STANDARD ST STEEL, STREET 
STOR STORAGE 
STRUC STRUCTURAL 
SUSP SUSPENDED 
SV SEAMLESS VINYL 
SW SWITCH 
SWR SEWER  
SYM SYMMETRY(ICAL) 

T THICKNESS, TEE 
TD TRENCH DRAIN 
T&G TONGUE AND GROOVE 
TB TACKBOARD TEL TELEPHONE 
TEMP TEMPERATURE,TEMPORARY 
TERR TERRAZZO 
THK THICK(NESS) 
TO TOP OF 
TOC TOP OF CONCRETE 
TOIL TOILET 
TOP TOP OF PARAPET 
TOS TOP OF STEEL 
TOW TOP OF WALL 
TPD TOILET PAPER DISPENSER 
TV TELEVISION 
TYP TYPICAL 

U URINAL 
UG UNDERGROUND 
UL UNDERWRITERS LABORATORY 
UNF UNFINISHED 
UNO UNLESS NOTED OTHERWISE 

VB VAPOR BARRIER 
VCT VINYL COMPOSITION TILE 
VERT VERTICAL 
VNR VENEER 
VPL VENEER PLASTER 
VIF VERIFY IN FIELD 
VWC VINYL WALL COVERING 

W WIDTH, WIDE, WEST 
W/ WITH 
W/O WITHOUT 
W/W WALL TO WALL 
WC WATER CLOSET 
WD WOOD 
WDW WINDOW 
WH WALL HUNG, WATER HEATER 
WI WROUGHT IRON 
WM WIRE MESH 
WP WATERPROOFING 
WR WATER REPELLENT 
WS WEATHERSTRIP 
WSCT WAINSCOT 
WT WEIGHT 
WWF WELDED WIRE FABRIC 

YD YARD

ABBREVIATIONS PROJECT DIRECTORY

CODE DATA & STANDARDS

1. ALL DIMENSIONS GIVEN ARE TO FACE OF STUD. EXCEPTIONS AS INDICATED 
ON THE DOCUMENTS. 

2. LARGE SCALE DETAILS AND PLANS TAKE PRECEDENCE OVER SMALL SCALE 
DRAWINGS. 

3. CIVIL DRAWINGS FINISH FLOOR DATUM ELEVATION EQUALS ARCHITECTURAL 
ELEVATION OF 0'=0" FOR EACH BUILDING INDEPENDANT OF OTHER BUILDINGS. 

4. COORDINATE AND VERIFY ALL DIMENSIONS, OPENINGS AND CONDITIONS 
WITH CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL AND ALL OTHER 
PERTINENT DRAWINGS AND TRADES PRIOR TO CONSTRUCTION. NOTIFY 
ARCHITECT OF DISCREPANCIES PRIOR TO FABRICATION AND INSTALLATION. 

5. FIRE RATINGS SHALL BE MAINTAINED AT FIRE RATED PARTITIONS BY A U.L. 
ASSEMBLY AT GAPS AND VOIDS CREATED BY PENETRATIONS, STRUCTURAL 
MEMBERS AND INTERSECTIONS WITH ADJACENT SURFACES. 

6. ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH APPLICABLE CODES 
AND REGULATIONS.

OWNER
PORTLAND AREA INDIAN HEALTH SERVICE
1414 NW NORTHRUP ST., SUITE 800
PORTLAND, OR  97209
CONTACT: CHRISTOPHER VAUGHT
PHONE: (503) 414-7773

CIVIL ENGINEER
DOWL
430 W WARNER RD, SUITE B101
TEMPE, AZ 85284
CONTACT: RUDY ING
PHONE: (520) 882-8696

STRUCTURAL ENGINEER
SCHNEIDER & ASSOCIATES
STRUCTURAL ENGINEERS, INC
435 E. 9TH ST.
TUCSON, AZ 85705 
CONTACT: RON SCHNEIDER
PHONE: 520-512-8183

ARCHITECT
JOHNSON SMITTHIPONG & ROSAMOND
5120 E. WILLIAMS CIR, SUITE 600
TUCSON, AZ 85711
CONTACT: DANIEL HARGREAVES
PHONE: (520) 547-7904

INTERIOR DESIGNER
AVIAR COMMERCIAL SPACE
PLANNING & DESIGN
2410 N HUACHUCA DR
TUCSON AZ 85745
CONTACT: LINDA MRACEK
PHONE: (520) 624-3342 

ELECTRICAL/MECHANICAL ENGINEER
BERNHARD TME
2990 N SWAN RD., SUITE 227
TUCSON, AZ 85712
CONTACT: JACOB CLARK
PHONE: (520) 247-3443

MEDICAL EQUIPMENT
THE INNOVA GROUP
5255 EAST WILLIAMS CIR, SUITE 6000
TUCSON, AZ 85711
CONTACT: BILL AHERN
PHONE: (520) 886-8650

OCCUPANCY B (AMBULATORY CARE)
CONSTRUCTION TYPE V-B 
SEISMIC ZONE D 
SPRINKLERS FULLY SPRINKLERED

GENERAL ARCHITECTURAL NOTES

PROJECT LOCATION

INTERNATIONAL BUILDING CODE 2021

SHEET INDEX

Sht No Sheet Name

GENERAL

G000 COVER SHEET

G001 INFORMATION SHEET

G101 CODE PLAN - POD C

G102 CODE PLAN - PODS D & E

G111 PHASING PLAN

CIVIL

C101 EXISTING CONDITIONS SURVEY

C111 DEMOLITION PLAN

C121 SITE PLAN

C122 SITE PLAN

C131 UTILITIES PLAN

C141 GRADING & DRAINAGE PLAN

C142 GRADING & DRAINAGE PLAN

C501 DETAILS

C502 DETAILS

C503 DETAILS

C504 DETAILS

C505 DETAILS

STRUCTURAL

S001 G.S.N.

S002 G.S.N.

S003 INTERPRETATION OF DRAWINGS

S010 SPECIAL INSPECTION TABLES

S011 SPECIAL INSPECTION TABLES

S012 SPECIAL INSPECTION TABLES

S021 SCHEDULES

S121 FOUNDATION PLAN POD D

S122 FOUNDATION PLAN POD E

S151 ROOF FRAMING PLAN POD D

S152 ROOF FRAMING PLAN POD E

S153 HIGH ROOF FRAMING PLAN

S201 FRAMING ELEVATIONS

S501 TYPICAL DETAILS

S502 TYPICAL DETAILS

S503 TYPICAL DETAILS

S504 TYPICAL DETAILS

S511 FOUNDATION DETAILS

S521 FRAMING DETAILS

S522 FRAMING DETAILS

S523 FRAMING DETAILS

ARCHITECTURAL

A001 WALL TYPES

A101 DEMO SITE PLAN

A102 SITE PLAN

A111 DEMO PLAN - POD C

A121 FLOOR PLAN - OVERALL

A122 FLOOR PLAN - POD C

A123 FLOOR PLAN - POD D

A124 FLOOR PLAN - POD E

A131 DIMENSION PLAN

A134 DIMENSION PLAN - POD D

A135 DIMENSION PLAN - POD E

A141 RCP OVERALL

A142 RCP POD C DEMO

A143 RCP POD C

A144 RCP POD D

A145 RCP POD E

A151 ROOF PLAN

A201 BUILDING ELEVATIONS

A211 INTERIOR ELEVATIONS

A212 INTERIOR ELEVATIONS

A301 BUILDING SECTIONS

A302 WALL SECTIONS

A501 EXTERIOR DETAILS

A502 INTERIOR DETAILS

A601 DOOR SCHEDULE

A602 DOOR TYPES & INFO

A801 3D VIEWS

INTERIORS

I101 FURNITURE PLAN REMODEL

I102 FURNITURE  PLAN PHARMACY

I103 FLOORING PLAN REMODEL

I104 FLOORING PLAN PHARMACY

I105 PAINT PLAN REMODEL

I106 PAINT PLAN PHARMACY

EQUIPMENT

Q101 EQUIPMENT PLANS

Q102 EQUIPMENT PLANS

Q103 EQUIPMENT PLANS

No. Date Description

SHEET INDEX

Sht No Sheet Name

FIRE PROTECTION

F001 GENERAL NOTES - FIRE PROTECTION

F111 DEMO  PLAN - POD C - FIRE PROTECTION DEMO

F121 FLOOR PLAN - POD C - FIRE PROTECTION

F122 FLOOR PLAN - POD D - FIRE PROTECTION

F123 FLOOR PLAN - POD E - FIRE PROTECTION

F501 DETAILS - FIRE PROTECTION

F502 DETAILS - FIRE PROTECTION

F503 DETAILS - FIRE PROTECTION

PLUMBING

P001 LEGEND AND NOTES - PLUMBING

P002 SCHEDULES AND DETAIL - PLUMBING

P111 DEMO PLAN - POD C - PLUMBING

P121 FLOOR PLAN - POD C - PLUMBING SANITARY

P122 FLOOR PLAN - POD D - PLUMBING SANITARY

P123 FLOOR PLAN - POD E - PLUMBING SANITARY

P131 FLOOR PLAN - POD C - PLUMBING DOMESTIC

P132 FLOOR  PLAN - POD D - PLUMBING DOMESTIC

P133 FLOOR PLAN - POD E - PLUMBING DOMESTIC

P141 FLOOR PLAN POD D - MEDICAL GAS

P151 ROOF PLAN POD D PLUMBING DOMESTIC

MECHANICAL

M001 MECHANICAL LEGEND - HVAC

M002 SCHEDULES - HVAC

M003 SCHEDULES - HVAC

M111 DEMO PLAN - POD C- HVAC DUCTWORK

M121 FLOOR PLAN - POD C - HVAC DUCTWORK

M122 FLOOR PLAN - POD D - HVAC DUCTWORK

M123 FLOOR PLAN - POD E - HVAC DUCTWORK

M141 ROOF PLAN - POD D - HVAC

M142 ROOF PLAN - POD E - HVAC

M201 HVAC DEVICE PLAN

M701 CONTROLS 1 - HVAC

M702 CONTROLS 2 - HVAC

M703 CONTROLS 3 - HVAC

M704 CONTROLS 4 - HVAC

M705.1 CONTROLS 5.1 - HVAC

M705.2 CONTROLS 5.2 - HVAC

M705.3 CONTROLS 5.3 - HVAC

M706 CONTROLS 6 - HVAC

ELECTRICAL

E001 SCHEDULES, LEGENDS AND GENERAL NOTES -
ELECTRICAL

E002 LIGHTING FIXTURE SCHEDULE

E003 MECHANICAL/PLUMBING EQUIPMENT CONNECTION
SCHEDULE

E004 MEDICAL EQUIPMENT CONNECTION SCHEDULE

E101 SITE PLAN - ELECTRICAL DEMOLITION

E102 SITE PLAN - ELECTRICAL

E111 DEMO PLAN - POD C - LIGHTING

E112 DEMO PLAN - POD C - POWER

E113 DEMO PLAN - POD C - SYSTEMS

E114 DEMO PLAN - POD C - FIRE ALARM

E121 FLOOR PLAN - POD C - LIGHTING

E122 FLOOR PLAN - POD D - LIGHTING

E123 FLOOR PLAN - POD E - LIGHTING

E131 FLOOR PLAN - POD C - POWER

E132 FLOOR PLAN - POD D - POWER

E133 FLOOR PLAN - POD E - POWER

E141 FLOOR PLAN - POD C- SYSTEMS

E142 FLOOR PLAN - POD D - SYSTEMS

E143 FLOOR PLAN - POD E - SYSTEMS

E151 FLOOR PLAN - POD C - FIRE ALARM

E152 FLOOR PLAN - POD D - FIRE ALARM

E153 FLOOR PLAN - POD E - FIRE ALARM

E161 FLOOR PLAN - POD C - MECHANICAL POWER

E162 FLOOR PLAN - POD D - MECHANICAL POWER

E163 FLOOR PLAN - POD E - MECHANICAL POWER

E164 ROOF PLAN - POD C - MECHANICAL POWER

E165 ROOF PLAN - POD D - MECHANICAL POWER

E166 ROOF PLAN - POD E - MECHANICAL POWER

E401 PARTIAL FLOOR PLANS - POWER

E402 PARTIAL FLOOR PLANS - POWER

E403 PARTIAL FLOOR PLANS - SYSTEMS

E601 PANEL SCHEDULES - ELECTRICAL

E602 PANEL SCHEDULES - ELECTRICAL

E603 PANEL SCHEDULES - ELECTRICAL

E604 PANEL SCHEDULES - ELECTRICAL

E701 RISER DIAGRAMS - POWER
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APPLICABLE CODES AND STANDARDS:

2021 INTERNATIONAL BUILDING CODE 
2021 INTERNATIONAL PLUMBING CODE 
2021 INTERNATIONAL MECHANICAL CODE 
2021 INTERNATIONAL ENERGY CONSERVATION CODE 
2021 INTERNATIONAL FIRE CODE 
2017 NATIONAL ELECTRIC CODE 
ARCHITECTURAL BARRIERS ACT
2018 FGI for OUTPATIENT FACILITIES
2019 A/E IHS DESIGN GUIDE 
2021 NFPA 101 - LIFE SAFETY CODE 
2019 NFPA 72 
2019 NFPA 13 
2019 NFPA 20 
2019 NFPA 22 

LEGEND

OCCUPANCY @ EXIT

EGRESS START (OR OPTION)

EGRESS PATH

EGRESS  DIRECTION

EGRESS DISTANCE & 
TRAVEL TIME

1 HOUR RATED WALL

2 HOUR RATED WALL

SMOKE BARRIER

48

BUILDING OCCUPANCY CLASSIFICATION SUMMARY:

Warm Springs Modernization Phase I
Warm Springs Health & Wellness Center
1270 Kot-Num Rd, Warm Springs, OR 97761

1. OCCUPANCY GROUP (IBC Chapter 3):
a. B (Ambulatory Care IBC 304.3)

2. CONSTRUCTION TYPE (IBC Table 601):  V-B
3. ALLOWABLE FLOOR AREAS: (IBC TABLE 506.2)

a. TYPE V-B, Group B(S1) – 36,000
4. ALLOWABLE HEIGHT: (IBC TABLE 504.3 & 504.4)

a. B, TYPE V-B - THREE STORIES, 60 Feet
5. FLOOR AREAS (Actual):

Existing Clinic: 35,083 sf
Phase 1 Addition: 16,445 sf

6. REQUIREMENTS BASED ON OCCUPANCY: (IBC 304)
Group B Ambulatory Care 304.3 references 422
a. Areas greater than 10,000sf shall have no less than 2 smoke compartments. Areas shall not exceed 

22,500sf with smoke compartment separation (422.3)
b. Ambulatory Care shall be protected with an approved automatic sprinkler system (422.4)

7. REQUIREMENTS BASED ON CONSTRUCTION TYPE: (IBC TABLE 601)

EXTERIOR BEARING WALLS 0 HR
INTERIOR BEARING WALLS 0 HR
EXTERIOR NON-BEARING WALLS (Table 705.5) 1 HR (if X > 30’ = 0HR)
STRUCTURAL FRAME 0 HR
PERMANENT PARTITIONS 0 HR
SHAFT ENCLOSURES (713.4) 1 HR
FLOOR-CEILING ASSEMBLIES 0 HR
ROOF-CEILING ASSEMBLIES 0 HR
STAIR ENCLOSURES (1023.2) 1 HR

8. TYPE V BUILDING REQUIREMENTS: (IBC 602.5)
a. Construction shall be any material permitted by the IBC.

9. FIRE PARTITIONS (IBC 1020.1):
a. Walls at exit corridors at Occupancy Type ‘B’ shall have a Fire Resistive rating not less than 0 hour and 

shall be fully sprinklered.

10. DUCTS AND AIR TRANSFER OPENINGS (IBC 717)
a. Duct and air transfer that penetrate Fire walls (717.5.1), Fire barriers (717.5.2) and Fire partitions 

(717.5.4) shall be protected with listed fire dampers installed in accordance with their listing.
b. A listed smoke damper designed to resist the passage of smoke shall be installed at duct and air 

transfer penetrations in Smoke Barriers (717.5.2)

11. HAZARDOUS MATERIAL DEFINITION (IFC Chapter 2 & NFPA Chapter 3):
a. IFC defines HAZARDOUS MATERIAL as: Those chemicals or substances which are physical hazards 

or health hazards as defined in this chapter.
b. NFPA 3.3.21.4 defines HAZARDOUS AREA as: An area of the structure or building that poses a 

degree greater risk than the general occupancy of the building or structure.
c. NFPA 6.2.1.1 defines hazard contents as relative to the danger of the start of fire and spread of fire, the 

danger of smoke or gasses generated, and the danger of explosion or other occurrence potentially 
endangering the lives and safety of the occupants of the building.

d. Typical Medical and Office supplies do not qualify as Hazardous Materials.

12. NFPA 39.3.2 Protection from Hazards
a. Any hazardous area shall be protected by 1-hour fire resistance rating or provided with an automatic 

extinguishing system in accordance with 8.7.1
1. General Storage
2. Boiler/Furnace Rooms
3. Maintenance Shops (Including Paint & Woodworking Shops)

13. INCIDENTAL USE (IBC 509.3):
a. Up to 10% of each building story qualifies as incidental use. 

1. Furnace/Boiler Rooms: 1 Hour Protection or Fully Sprinklered
2. Laundry Room over 100sf: 1 Hour protection or Fully Sprinklered

b. Per IBC, incidental use spaces in Occupancy Type ‘B’ do not require 1 hour rated protection if spaces 
are Fully Sprinklered. Facility is fully sprinklered.

14. ELECTRICAL ROOMS (NEC 450.21 (B))
a. Any electrical room containing a dry-type transformer over 112.5KVA shall be installed within fire 

resistant room of a minimum fire rating of one hour

15. OCCUPANT LOAD (IBC TABLE 1004.5):
1. Institutional Outpatient = 100 Gross

a. Existing (35,083sf) = 351
b. Addition (16,445sf) = 164
c. TOTAL OCCUPANCY = 515

16. EXIT WIDTH REQUIRED AND PROVIDED (IBC 1005.3.2):
a. Exit Width – 515 x 0.2 = 103" required (468" provided)

Minimum corridor width shall not be less than 72” (IBC 1020.2). Door when fully open shall not reduce 
the required corridor width by more than 7”

17. DISTANCE TO EXIT: (IBC Table 1017.2)
1. Not to exceed 300 feet in a Group B building equipped with a sprinkler system. 

18. DEAD END (IBC 1020.5)
1. In occupancies equipped with a sprinkler system, the length of a dead end corridor for 

Group B shall not exceed 50 feet.

19. EXIT DOORS:(IBC 1010)
a. Doors shall swing in direction of exit travel when occupant load is greater than 50 persons. (IBC 

1010.1.2.1)
b. Minimum of 2 exits shall be provided per story/department where the occupant load exceeds 49 (IBC 

TABLE 1006.2.1)

20. PLUMBING REQUIREMENTS (IBC TABLE 2902.1)
a. Occupancy (Existing) = 351 / 2 = 176 Persons per gender
b. Occupancy (Addition) = 164 / 2 = 82 Persons per gender

Occupancy (Existing):
W/C formula: 1 per 25 (for 1st 50) 1 per each additional 50 = 5
Lavatory formula: 1 per 40 (for 1st 80) 1 per each additional 82 = 4
Drinking Fountains: 1 per 100 = 1
Service Sink: 1

Occupancy (Addition):
W/C formula: 1 per 25 (for 1st 50) 1 per each additional 50 = 3
Lavatory formula: 1 per 40 (for 1st 80) 1 per each additional 82 = 2
Drinking Fountains: 1 per 100 = 1
Service Sink: 1

Provided:
Men: 5 Water Closet, 5 Lavs
Women:5 Water Closet, 5 Lavs
Drinking Fountains: 2
Service Sink: 1

21. CLIMATE ZONE & R-VALUES (Jefferson County IECC C301 & Table C402.1.3)
a. Climate Zone: 5B
b. Roof R-Value: R-30ci (attic or other R-49)
c. Wall Above Grade: R13 +10ci or (Wood Framed) R-20 + R3.8ci
d. Wall Below Grade: R-7.5ci
e. Floors: R-30
f. Slab on Grade R-15 for 24” below

22. Seismic Design Category: D

23. FAA Compliance
a. The existing helipad and flight path is currently outside of the proposed design solution. Modifications to 

height or building perimeter may require additional verification of the helipad and flight path. Final 
solutions shall be reviewed & coordinated by the design-builder.

JEFFERSON COUNTY APPLICABLE CODES AND STANDARDS:

https://www.jeffco.net/cd/page/building-codes-and-permits

VERIFY PERMIT APPLICATION WITH WARM SPRINGS DNR AND ANY OTHER 
LOCAL REQUIREMENTS

ALL CODES AND PROJECT APPLICATION REFER TO STATE OF OREGON CODES
https://www.oregon.gov/bcd/codes-stand/Pages/adopted-codes.aspx

2022 Oregon Structural Specialty Code (OSSC)
2021 Oregon Energy Efficiency Specialty Code (OEESC)
2021 Oregon Electrical Specialty Code (OESC)
2022 Oregon Mechanical Specialty Code (OMSC)
2021 Oregon Plumbing Specialty Code (OPSC)
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DD r2
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1270 Kot-Num Rd
Warm Springs, OR 97761

6/28/23

No. Date Description

3/32" = 1'-0"A1 CODE FLOOR PLAN

ABC

D E
KEY PLAN



103' - 5"

23 sec

108' - 6"

25 sec

56' - 10"

13 sec

79' - 0"

18 sec

153' - 1"

35 sec

x

x

xx

79 SF

STOR

D129

224 SF

ELEC

D123

63 SF

CTRL STOR

D118

125 SF

CLEAN UTIL

E117

60 SF

SOIL

E132

10' - 0" 10' - 0"

APPLICABLE CODES AND STANDARDS:

2021 INTERNATIONAL BUILDING CODE 
2021 INTERNATIONAL PLUMBING CODE 
2021 INTERNATIONAL MECHANICAL CODE 
2021 INTERNATIONAL ENERGY CONSERVATION CODE 
2021 INTERNATIONAL FIRE CODE 
2017 NATIONAL ELECTRIC CODE 
ARCHITECTURAL BARRIERS ACT
2018 FGI for OUTPATIENT FACILITIES
2019 A/E IHS DESIGN GUIDE 
2021 NFPA 101 - LIFE SAFETY CODE 
2019 NFPA 72 
2019 NFPA 13 
2019 NFPA 20 
2019 NFPA 22 

LEGEND

OCCUPANCY @ EXIT

EGRESS START (OR OPTION)

EGRESS PATH

EGRESS  DIRECTION

EGRESS DISTANCE & 
TRAVEL TIME

1 HOUR RATED WALL

2 HOUR RATED WALL

SMOKE BARRIER

48

BUILDING OCCUPANCY CLASSIFICATION SUMMARY:

Warm Springs Modernization Phase I
Warm Springs Health & Wellness Center
1270 Kot-Num Rd, Warm Springs, OR 97761

1. OCCUPANCY GROUP (IBC Chapter 3):
a. B (Ambulatory Care IBC 304.3)

2. CONSTRUCTION TYPE (IBC Table 601):  V-B
3. ALLOWABLE FLOOR AREAS: (IBC TABLE 506.2)

a. TYPE V-B, Group B(S1) – 36,000
4. ALLOWABLE HEIGHT: (IBC TABLE 504.3 & 504.4)

a. B, TYPE V-B - THREE STORIES, 60 Feet
5. FLOOR AREAS (Actual):

Existing Clinic: 35,083 sf
Phase 1 Addition: 16,445 sf

6. REQUIREMENTS BASED ON OCCUPANCY: (IBC 304)
Group B Ambulatory Care 304.3 references 422
a. Areas greater than 10,000sf shall have no less than 2 smoke compartments. Areas shall not exceed 

22,500sf with smoke compartment separation (422.3)
b. Ambulatory Care shall be protected with an approved automatic sprinkler system (422.4)

7. REQUIREMENTS BASED ON CONSTRUCTION TYPE: (IBC TABLE 601)

EXTERIOR BEARING WALLS 0 HR
INTERIOR BEARING WALLS 0 HR
EXTERIOR NON-BEARING WALLS (Table 705.5) 1 HR (if X > 30’ = 0HR)
STRUCTURAL FRAME 0 HR
PERMANENT PARTITIONS 0 HR
SHAFT ENCLOSURES (713.4) 1 HR
FLOOR-CEILING ASSEMBLIES 0 HR
ROOF-CEILING ASSEMBLIES 0 HR
STAIR ENCLOSURES (1023.2) 1 HR

8. TYPE V BUILDING REQUIREMENTS: (IBC 602.5)
a. Construction shall be any material permitted by the IBC.

9. FIRE PARTITIONS (IBC 1020.1):
a. Walls at exit corridors at Occupancy Type ‘B’ shall have a Fire Resistive rating not less than 0 hour and 

shall be fully sprinklered.

10. DUCTS AND AIR TRANSFER OPENINGS (IBC 717)
a. Duct and air transfer that penetrate Fire walls (717.5.1), Fire barriers (717.5.2) and Fire partitions 

(717.5.4) shall be protected with listed fire dampers installed in accordance with their listing.
b. A listed smoke damper designed to resist the passage of smoke shall be installed at duct and air 

transfer penetrations in Smoke Barriers (717.5.2)

11. HAZARDOUS MATERIAL DEFINITION (IFC Chapter 2 & NFPA Chapter 3):
a. IFC defines HAZARDOUS MATERIAL as: Those chemicals or substances which are physical hazards 

or health hazards as defined in this chapter.
b. NFPA 3.3.21.4 defines HAZARDOUS AREA as: An area of the structure or building that poses a 

degree greater risk than the general occupancy of the building or structure.
c. NFPA 6.2.1.1 defines hazard contents as relative to the danger of the start of fire and spread of fire, the 

danger of smoke or gasses generated, and the danger of explosion or other occurrence potentially 
endangering the lives and safety of the occupants of the building.

d. Typical Medical and Office supplies do not qualify as Hazardous Materials.

12. NFPA 39.3.2 Protection from Hazards
a. Any hazardous area shall be protected by 1-hour fire resistance rating or provided with an automatic 

extinguishing system in accordance with 8.7.1
1. General Storage
2. Boiler/Furnace Rooms
3. Maintenance Shops (Including Paint & Woodworking Shops)

13. INCIDENTAL USE (IBC 509.3):
a. Up to 10% of each building story qualifies as incidental use. 

1. Furnace/Boiler Rooms: 1 Hour Protection or Fully Sprinklered
2. Laundry Room over 100sf: 1 Hour protection or Fully Sprinklered

b. Per IBC, incidental use spaces in Occupancy Type ‘B’ do not require 1 hour rated protection if spaces 
are Fully Sprinklered. Facility is fully sprinklered.

14. ELECTRICAL ROOMS (NEC 450.21 (B))
a. Any electrical room containing a dry-type transformer over 112.5KVA shall be installed within fire 

resistant room of a minimum fire rating of one hour

15. OCCUPANT LOAD (IBC TABLE 1004.5):
1. Institutional Outpatient = 100 Gross

a. Existing (35,083sf) = 351
b. Addition (16,445sf) = 164
c. TOTAL OCCUPANCY = 515

16. EXIT WIDTH REQUIRED AND PROVIDED (IBC 1005.3.2):
a. Exit Width – 515 x 0.2 = 103" required (468" provided)

Minimum corridor width shall not be less than 72” (IBC 1020.2). Door when fully open shall not reduce 
the required corridor width by more than 7”

17. DISTANCE TO EXIT: (IBC Table 1017.2)
1. Not to exceed 300 feet in a Group B building equipped with a sprinkler system. 

18. DEAD END (IBC 1020.5)
1. In occupancies equipped with a sprinkler system, the length of a dead end corridor for 

Group B shall not exceed 50 feet.

19. EXIT DOORS:(IBC 1010)
a. Doors shall swing in direction of exit travel when occupant load is greater than 50 persons. (IBC 

1010.1.2.1)
b. Minimum of 2 exits shall be provided per story/department where the occupant load exceeds 49 (IBC 

TABLE 1006.2.1)

20. PLUMBING REQUIREMENTS (IBC TABLE 2902.1)
a. Occupancy (Existing) = 351 / 2 = 176 Persons per gender
b. Occupancy (Addition) = 164 / 2 = 82 Persons per gender

Occupancy (Existing):
W/C formula: 1 per 25 (for 1st 50) 1 per each additional 50 = 5
Lavatory formula: 1 per 40 (for 1st 80) 1 per each additional 82 = 4
Drinking Fountains: 1 per 100 = 1
Service Sink: 1

Occupancy (Addition):
W/C formula: 1 per 25 (for 1st 50) 1 per each additional 50 = 3
Lavatory formula: 1 per 40 (for 1st 80) 1 per each additional 82 = 2
Drinking Fountains: 1 per 100 = 1
Service Sink: 1

Provided:
Men: 5 Water Closet, 5 Lavs
Women:5 Water Closet, 5 Lavs
Drinking Fountains: 2
Service Sink: 1

21. CLIMATE ZONE & R-VALUES (Jefferson County IECC C301 & Table C402.1.3)
a. Climate Zone: 5B
b. Roof R-Value: R-30ci (attic or other R-49)
c. Wall Above Grade: R13 +10ci or (Wood Framed) R-20 + R3.8ci
d. Wall Below Grade: R-7.5ci
e. Floors: R-30
f. Slab on Grade R-15 for 24” below

22. Seismic Design Category: D

23. FAA Compliance
a. The existing helipad and flight path is currently outside of the proposed design solution. Modifications to 

height or building perimeter may require additional verification of the helipad and flight path. Final 
solutions shall be reviewed & coordinated by the design-builder.

JEFFERSON COUNTY APPLICABLE CODES AND STANDARDS:

https://www.jeffco.net/cd/page/building-codes-and-permits

VERIFY PERMIT APPLICATION WITH WARM SPRINGS DNR AND ANY OTHER 
LOCAL REQUIREMENTS

ALL CODES AND PROJECT APPLICATION REFER TO STATE OF OREGON CODES
https://www.oregon.gov/bcd/codes-stand/Pages/adopted-codes.aspx

2022 Oregon Structural Specialty Code (OSSC)
2021 Oregon Energy Efficiency Specialty Code (OEESC)
2021 Oregon Electrical Specialty Code (OESC)
2022 Oregon Mechanical Specialty Code (OMSC)
2021 Oregon Plumbing Specialty Code (OPSC)
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PHASE 1.1

PHASE 1.2

PHASE 1.2

PHASE 1.3

01 95
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1/16" = 1'-0"

G111

PHASING PLAN

HARGREAVES

KADDOURA

21-010

6/28/23

DD r2

Warm Springs
Modernization Phase I

1270 Kot-Num Rd
Warm Springs, OR 97761

6/28/23

ABC

D E

KEY PLAN

KEYNOTES
KEY KEYNOTE TEXT

01 95 MAINTAIN PATIENT ACCESS TO RADIOLOGY/X-RAY
ROOM, COORDINATE WITH USER.

No. Date Description

1/16" = 1'-0"A1 PHASING PLAN

PHASING NOTES

A PHASE 1.1: COORDINATE NEW SITE WORK AND BUILDING
ADDITION

B PHASE 1.2: COORDINATE POD C AFTER OWNER HAS
VACATED EXISTING AREAS FOR PRIMARY CARE, LAB
(EXCLUDING X-RAY) & PHARMACY.

C PHASE 1.3: FINAL WORKROOM MAY BE STARTED/COMPLETE
ONCE PEDISTRIAN SAFETY IS PROVIDED BETWEEN POD C &
THE NEW BUILDING ADDITION
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