Architect: 2/17/2025
BRIC Architecture, Inc.

1233 NW Northrup Street, Suite 100

Portland, Oregon 97209

ADDENDUM NUMBER ONE
FOR
BEND-LA PINE SCHOOLS
BUCKINGHAM ELEMENTARY SCHOOL CAFETERIA ADDITION
BID SET

This addendum forms a part of the Contract Documents and modifies the original Bidding Documents
dated January 24, 2025 and any previously issued addenda as noted below. Acknowledge receipt of this
Addendum in the space provided on the Bid Form. Failure to do so may subject the Bidder to
disqualification.

ITEM | - PROJECT MANUAL

DOCUMENT 00 41 00 — Bid Form:

1. Revise Milestone Dates List. Replace Substantial Completion Date - June 22, 2026 with Substantial
Completion Date - July 20, 2026. Acknowledgement of Addendum 1 on the Bid Form acknowledges the
updated Substantial Completion Date. A redacted sheet is not provided.

DOCUMENT 00 52 00 — Form of Agreement:

1. Modification to Article 4 section 4.2
a. Replace Substantial Completion Date - June 22, 2026, with Substantial Completion Date - July
20, 2026.

2. Modification to Article 4 section 4.3.1
a. Replace Zero dollars ($0) per day for Substantial Completion with One Thousand dollars
($1,000) per day.

3. Modification to Article 4 section 4.3.1
a. Replace Zero dollars ($0) per day for Final Completion with One Thousand dollars ($1,000)
per day.

ITEM Il - DRAWINGS

1. SHEET L2.00 — Grading Plan:

a. Label indicating dimension of proposed sidewalk corrected. No change to design.

2. SHEET S2.01 — Foundation Plan / Mezz Plan:

a. Added Shear Wall #2 to Shear Wall Schedule.

3. SHEET S2.02 — Roof Framing Plan:

a. Added Shear Wall #2 to Shear Wall Schedule.
b. Moved roof glulam beam east of Door 168.
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c. Revised beams at Door 168 openings to light gauge metal box beams.

4. SHEET S6.01 — Structural Details:

a. Drawing #3: Updated to move roof glulam beam and revised beams at Door 168 openings to light
gauge metal box beams.

ITEM lil - ADDITIONAL INFORMATION FOR BIDDERS

The following items are issued as additional information for bidders but do not comprise a part of the Bidding
Documents.

The Estimated Construction Cost is $5,602,923.52.

The Construction Budget is $6,021,457.41

All substitution requests will be due by February 20, 2025 at 2:00PM

All additional questions will be due by February 20, 2025 at 2:00PM

Please see the attached Pre-Bid Meeting Mandatory Sign-In Sheet. 3 pages total.

aorowN-=

ITEM IV — ATTACHMENTS

1. Specifications: None.
2. Drawings: L2.00, S2.01, S2.02, S6.01.
3. Pre-Bid Meeting Sign-In Sheets_25-0212

ITEM V - BIDDER — SUPPLIER QUESTIONS AND CLARIFICATIONS

The following information is included in response to written requests for clarification. Responses in this
section of the Addendum DO NOT IMPACT the original Drawings and Specifications.

1. Question: Who is responsible for coordinating the septic plan when swapping?
Response: The contractor will be responsible for coordination of all work.

2. Question: What flooring is called out in the kitchen? What flooring is called out in the walk-in
freezer/cooler?
Response: Reference the project manual and drawings for finish flooring information.

3. Question: What summer programs are happening at Buckingham Elementary School?
Response: Summer programs have been cancelled inside the school. The only occupants
inside the school during summer will be custodians performing summer cleaning activities. Little
League baseball on the field south of Buckingham Elementary has been cancelled. There is a
softball summer program on the field east of Buckingham Elementary during both summers. The
outdoor services maintenance team will be maintaining all grass weekly throughout the summer.

4. Question: Are the window coverings inside or outside mount? Where are they listed?
Response: Window coverings are inside mount. They appear in window details. Intentis one
shade band per opening per window covering type. E.G. 4 wide glazing mullions covered by 1
roller tube.

5. Question: How are the window shades tied into the Building Automation Systems?
Response: WC-2 should not be tied into the BAS nor the security system. Only local switch
operation as noted in spec. Switch location as designated by Owner.
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ITEM VI — SUBSTITUTIONS — NOT USED

The following manufacturers and products are acceptable subject to full compliance with all specified
requirements and as further noted herein.

Section Number/ Approved Manufacturer/ | Comments
Section Name Product

1. | XX XX XX -
Section Name

|0~ W

BIDDER SHALL NOTIFY ALL SUB-BIDDERS OF THIS ADDENDUM AND SHALL ACKNOWLEDGE
RECEIPT OF THIS ADDENDUM BY INSERTING THE ABOVE ADDENDUM NUMBER IN THE SPACE
PROVIDED ON THE BID FORM PRIOR TO SUBMITTING BIDS. FAILURE TO DO SO MAY SUBJECT
BIDDER TO DISQUALIFICATION.

END OF ADDENDUM NUMBER ONE
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Pre-Bid Meeting Sign-In

ﬁ FACILITIES

Development Office

Buckingham Elementary School Cafeteria Addition
Facilities Development Office February 12, 2025 - 1:00 PM

Bend-La Pine Schools 62560 Hamby Road Bend, OR 97701
520 NW Wall Street Bend, OR 97703
Office (541) 355-1170

Fax (541) 383-6088
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BRIIC

LEGEND ARCHITECTURE

— — — LIMIT OF WORK LINE

iiiiiiiiii o EQ. EQUAL

‘LGN’ ALIGN WITH ELEMENT C A M E R O N
+++++++++++++++++++ s McCARTHY

== — N - o o o 15' LANDSCAPE ARCHITECTURE & PLANNING

o *—*— DIMENSION 160 E Broadway Eugene, OR 97401

133 SW 2nd Avenue, Suite 410, Portland, OR 97204
120 SW Crowell Way, Suite 300, Bend, OR 97702
541-485-7385

/ / 1. CEASE LAYOUT WORK AND NOTIFY OWNER'S REPRESENTATIVE OF ANY
/ ‘ / DISCREPANCIES IN PROJECT BENCHMARKS, CONTROL POINTS, COORDINATES,
/ / DIMENSIONS, DEGREES, LOCATIONS, STAKES, ETC. OBTAIN APPROVAL PRIOR TO
EXECUTING ANY LAYOUT WORK DIFFERENT FROM THAT SHOWN OR SPECIFIED.

i ‘ _¢_1 8 NORTHING/EASTING www.cameronmccarthy.com
‘ | COORDINATE POINT
| ‘ o S [ T - . S o - o [ T T o —
|
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| | CP#15 Tl A [
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| |
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v Point # Northing Easting Raw Description m I—
4
1 390937.0261 | 3310605.0972 Curb r—
CP #11 | ‘--I A D
& 100 I 2 390834.4151 | 3310604.4438 Curb
‘ E‘L : ] E 3 | 390896.4545 | 3310616.3473 | Integral Curb/Deck Drain I— D
- <
| i gJ | | 4 | 390871.7358 | 3310616.1866 Integral Curb Z <
| I 5 390871.7048 | 3310620.9663 Integral Curb LIJ
‘ I -l 6 390853.3094 | 3310616.0668 Integral Curb <
]
| I 7 390843.8494 | 3310708.2140 Concrete pavin 2
‘ UTILITIES EXISTING BUILDING I I . I I I m
See Civil I L 8 390872.9427 | 3310728.4771 Concrete Header
7777777777 _ I —DI-I l-l F- - ——— — — — — — — — . 9 390872.6392 | 3310762.1424 Concrete Header
I. pallin . | 10 | 390851.2769 | 3310728.2818 Face of Wall I I I I—
M BUILDING ADDITION ‘
See Architecture | | 11 390873.6391 | 3310762.1514 Face of Wall I I I
********** — . . ‘ ‘ | 12 390757.2490 | 3310702.7290 Concrete Mowstrip
| Confirm location of Buddy Bench TATLATH i — — — 2 LI_
| with Owner's Representative prior to installation. \ I Y 13 390747.2054 | 3310707.5231 Concrete Mowstrip < < =
— . &N 11 =~
I & T ; 14 390746.4167 | 3310795.0023 Concrete Mowstrip >
2 | 1 O
| Install fence post 4" f yail 15 390793.4679 | 3310817.4612 Concrete Mowstrip % )
| from building face. - I S
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= d E O
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| &0 - O [Lq | x O g2
| o l I ' | ‘ 101 390852.8139 | 3310615.5636 Fence corner post X = =
y ‘ | > =
Y o <
I I | / 102 | 390803.9230 | 3310615.1461 Fence post < > I g < &
b << 1 0w
f | yd ‘ 103 | 390721.1497 | 3310614.7540 Fence post T 1
| ' | S92 <
| | f / ‘ 104 | 390716.3161 | 3310614.7402 Fence corner post m CD = Z 3
| Q
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(E) ( / 105 | 390697.5428 | 3310677.1176 Fence corner post
‘ ‘ f =) Dl-l
| ® / SOFTFALL 1% ::::::gf e o M ‘ 106 | 390679.3371 | 3310677.0364 Fence post
| I ¥ PLAY AREA See Note 4 - |
[ | ‘ ‘ \ 300 390951.1400 § 3310558.4580 Survey control point @G‘STER@
‘ — ] | , 285 _ 4O
Confirmation location to I 4}15 ] ‘ I‘ | \ 301 | 390850.8690 | 3310747.1540 |  Survey control point .
connect. new fence to existing i X ‘ 302 390888.4020 | 3310803.9460 Survey control point
fence with Owner's I . I / ‘ ‘ iadhvk L £
Representative. Va ‘ 303 390706.7350 | 3310795.8120 Survey control point @)
I — I / 7 %;)REGON é}?
l CQ’,*'
[ / - -
‘ I 29'-g1" $14 I J/ Y
| 2 36'-7" 20" / _
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| - — LAYOUT PLAN NOTES

|

/ 2. ALL CONCRETE PAVING JOINTS NOT SPECIFICALLY DIMENSIONED SHALL BE

|
See Civil for all work in Fire L —l—> —
ee Civil for all work in Fire Lane J EQUALLY SPACED BETWEEN SHOWN OR NOTED LIMITS. date revisions

3.  ALL COORDINATES AND DIMENSIONS ARE AT FACE OF ELEMENT (CURB, WALK, 2/13/2025 ADDENDUM 1

e BUILDING, OR WALL) UNLESS NOTED OTHERWISE.

7 4. ALL PLAYGROUND STRIPING SHOWN FOR REFERENCE ONLY. STRIPING BY

\
|
|

/ OWNER.

See Civil for all work in Fire Lane.

Confirmation location to

connect new fence to existing
fence with Owner's

Representative.
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7/16" SHEATHING w/ 8d @ 6" OC EDGES,
12" OC FIELD. ALL EDGES BLOCKED

SHEAR WALL SCHEDULE
SYMBOL SHEATHING/ ATTACHMENT SILL PL & SILL ATTACHMENT TO NOTES
(SEE NOTE 10) FOUNDATION
SILL PLATE-

2x PTSILL PL w/ 5/8" DIAx 10" A.B.'S

SILLTO RIM - 16d @ 6" OC
RIM TO PLATE - SIMPSON

- ABCUPS@32°0C

@ 48" OC w/ PLATE WASHERS PER
NOTE 10

Autodesk Docs://24007 Buckingham ES Cafeteria Add/24063-S0-000-WSE-DM.rvt

2025-02-11 12:47:26

-SILL PLATE-

7/16" SHEATHING w/ 8d @ 4" OC EDGES, 2x PTSILL PLw/ 5/8" DIA x 10" A.B.'S SILLTO RIM - 16d @ 6" OC

12" OC FIELD. ALL EDGES BLOCKED @ 24" OC w/ PLATE WASHERS PER
NOTE 10

RIM TO PLATE - SIMPSON
A35 CLIPS @ 20" OC

ADD-1

(2) 1.75x11.875 LSL
W/ HUS412 EA END |

D E

HU412 HANGER W/ (16)
1/4 X 2 1/4 TITEN TURBO

HU612 HANGER W/ (16)
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INVERTED HGUM5.50-SDS W/
(8) 5/8"DIA X 5" TITEN HD

.

/2 \, MECHANICAL MEZZ

s2.01/ 1/8" =1'-0"

6X6 POST W/ cplrssz
((2) 1/2" DIA ANCHOR
BOLTS) |

RECESS SLAB AT
FREEZER / COOLER,
REF ARCH SLAB PLAN

SLOPE SLAB W
AROUND DRAIN, \
REF ARCH SLAB

PLAN, TYP (3)
PLACES

-

HOUSEKEEPING PAD
AT WATER HEATER

S5.02 j

=
|
|
|
|
|

|

TYP SLAB-ON-GRADE
CONTROL JOINTS, REF 1/55.01
(SEE ARCH SLAB PLAN)

|
|
|
|
|
|
\ POLISHED
4" CONC SLAB-ON-GRADE
| W/ #4 BARS @ 14" OC EA
| WAY
|
|
|
|

SLOPE SLAB AROUND
$5.01 / DRAIN, REF ARCH SLAB
PLAN, TYP (2) PLACES @L

1

HDU2 ON (2) 2x6 W/
PAB5 (6 1/2" MIN
EMBED INTO FTG)

HSS4X4X1/4

iiiii ]

/71, FOUNDATION PLAN

LANDSCAPE WALL & FTG,

REF L3.00 & DETAIL 8/L6.02

RECESS SLAB AT
MOP SINK, REF
ARCH SLAB PLAN

LANDSCAPE WALL & FTG,
REF L3.00 & DETAIL 8/L6.02

FOOTING SCHEDULE
SIZE (WIDTH x ]
- T REINFORCING
LENGTH)
A 3'-6" X CONT i (4) #4 CONT, BTM
B 2'-0" X CONT 12" (3) #4 CONT, BTM
C 2'-6" X 2'-6" 10" (3) #4 EA WAY, BTM
E 4'-6" X 4'-6" 12" (4) #5 EA WAY, BTM
v e . #5 @ 14" OC EA WAY,
G 4'-0" X 6'-0 12 TOP & BOT
. . #5 @ 14" OC EA WAY,
H 5'-3" X CONT 15 TOP & BOT
CMU WALL SCHEDULE
MARK | SMUWALL 17 REINE VERT REINF REMARKS
THICKNESS
g (2) #4 @ #5 @ 16" OC
48" OC (CENTERED)
. (2)#5 @ #5 @ 16" OC
10 48" OC (EACH FACE)
. (2)#5 @ #5 @ 8" OC
10 48" OC (EACH FACE)
1 ALL CMU WALLS TO BE FULLY GROUTED.
2 VERTICAL CONTROL JOINTS SHALL BE PLACED IN ALL MASONRY

WALLS AT LOCATIONS INDICATED ON THE STRUCTURAL PLANS.
REF. DETAILS 1/S5.02 FOR TYPICAL CONTROL JOINT

CONSTRUCTION.

3. WALL CORNERS / INTERSECTIONS SHALL BE CONSTRUCTED PER
DETAIL 3/55.02.

4, REFERENCE 5/S5.02 FOR ADDITIONAL REINFORCEMENT AT
OPENINGS.

5. HORIZONTAL CONSTRUCTION JOINTS SHALL BE CONSTRUCTED
PER DETAIL 2/S5.02.

6. MECHANICAL PENETRATIONS IN CMU WALLS SHALL BE

CONSTRUCTED PER DETAIL 4/S5.02.

FOUNDATION PLAN NOTES

1. DO NOT USE STRUCTURAL DRAWINGS ALONE FOR BUILDING LAYOUT. DO NOT SCALE
THESE DRAWINGS MANUALLY OR ELECTRONICALLY. COORDINATE LOCATIONS OF ALL
STRUCTURAL ELEMENTS, INCLUDING BUT NOT LIMITED TO, COLUMNS, WALLS, SLAB
EDGES, DEPRESSIONS AND OPENINGS WITH ARCHITECTURAL DRAWINGS AND RESOLVE
ANY CONFLICTS BETWEEN DRAWINGS OR ELEMENTS PRIOR TO CONSTRUCTION. A
REGISTERED SURVEYOR SHALL PERFORM BUILDING LAYOUT AND LOCATION OF ALL
STRUCTURAL ELEMENTS AT ALL LEVELS. REF. ARCH. DRAWINGS FOR ALL DIMENSIONS/
ELEVATIONS NOT SHOWN. CONTRACTOR IS RESPONSIBLE FOR CROSS REFERENCING ALL
DIMENSIONS/ ELEVATIONS SHOWN WITH ARCHITECTURAL DRAWINGS NOTIFY
ARCHITECT / ENGINEER OF RECORD IF THERE ARE ANY DISCREPANCIES.

2. WHERE PIPES, CONDUITS, ETC. EXTEND BELOW/ THROUGH CONCRETE FOOTINGS/
STEMWALLS, REF DETAIL SHEETS FOR ACCEPTABLE LOCATIONS & STRUCTURAL
REQUIREMENTS. PIPES, CONDUITS, ETC. SHALL BE ROUTED TO AVOID AREAS BELOW
COLUMNS & PAD FOOTINGS.

3. REFERENCE GEOTECH REPORT FOR SUBGRADE REQUIREMENTS.

SHEAR WALL PLAN NOTES

1. IF A.B. SPACING IS GREATER THAN SHEAR WALL, PLACE (1) A.B. WITHIN 12" OF EACH
END, UNLESS NOTED OTHERWISE.

2. THE CAPACITY VALUES ARE APPLICABLE TO STUDS OF SPECIES GROUP Il (DOUGLAS FIR-
SOUTHERN PINE).

3. PANEL EDGES FOR TYPE "1" & "2" WALLS SHALL BE BACKED WITH 2x NOMINAL (MIN.).

PANEL EDGES FOR TYPE "3" & "4" WALLS SHALL BE BACKED WITH 3x NOMINAL OR (2)
2x STITCHED TOGETHER W/ 10d NAILS @ 3" OC (STAGGERED).

4, ALL SHEATHING NAILS REFERENCED ARE COMMON WIRE NAILS (i.e. 8d 0.131") SOLE
PLATE NAILS REFERENCED ARE TO BE SINKER NAILS (i.e. 16d=0.148"). VALUES OF THEIR
STANDARD CONSTRUCTION FASTENERS WILL REQUIRE SPACING ADJUSTMENTS AND
MUST BE APPROVED BY WSE PRIOR TO USE. MINIMUM NAIL PENETRATIONS INTO
SUPPORT FRAMING. 8d=1.5", 10d=1.625", 16d=1.625".

5. DO NOT PENETRATE SURFACE PLY OF SHEATHING WITH NAIL HEAD.

6. APA RATED WALL SHEATHING C-D, C-C SHEATHING, PLYWOOD PANEL SIDING, OSB,
AND OTHER GRADES COVERED IN 2022 OSSC CH. 35 STANDARDS.

7. SHEATHING FACE GRAIN CAN BE APPLIED PERPENDICULAR OR PARALLEL TO STUDS

PROVIDED THE STUDS ARE SPACED @ 16" OC OR LESS. WHERE STUDS ARE SPACED
GREATER THAN 16" OC APPLY SHEATHING PERPENDICULAR TO STUDS.

8. SHEATHING MAY BE APPLIED AT EITHER SIDE OF WALL UNLESS REQ'D AT BOTH SIDES.
9. WALL SHEATHING MUST BE EDGE NAILED @ STUDS ATTACHED TO HOLDOWNS, FULL
HT.

10. PER ANSI/AF&PA SDPWS-21, SECTION 4.3.6.4.3. PROVIDE SIMPSON BPS-6 SLOTTED
PLATE WASHERS (OR FABRICATED EQUIVALENT) WITH STANDARD CUT WASHERS
BETWEEN PLATE WASHER & NUT. EDGE OF PLATE WASHER SHALL BE WITHIN 1/2" OF
EDGE OF SILL PLATE ON THE SIDE WITH SHEATHING (WHERE SHEATHING IS REQUIRED
@ BOTH SIDES, ALTERNATE SIDES.)

11. FOUNDATION VENTS ARE ACCEPTABLE UNDER SHEAR WALL TYPES "1" AND "2".
ANCHOR BOLTS SHALL BE PLACED 3" CLEAR OF FOUNDATION VENTS. ANY TWO
ADJACENT VENTS MUST HAVE AT LEAST 12" OF CONCRETE BETWEEN. ANCHOR BOLT
SPACING MAY VARY, BUT SCHEDULED AVERAGE SPACING MUST BE MAINTAINED.
FOUNDATION VENTS ARE NOT PERMITTED UNDER SHEAR WALL TYPES "3", "4", & "5".

12. ALL HOLDOWN ANCHOR BOLTS SHOWN ON THE FOUNDATION PLAN REPRESENT A
GENERAL LOCATION AND MUST BE VERIFIED BASED ON SPECIFIED POST SIZE WITH
RELATION TO THE ROUGH OPENING/EDGE OF WALL LOCATIONS. REFERENCE
ARCHITECTURAL DRAWINGS FOR DIMENSIONAL VERIFICATION.

LEGEND - FOUNDATION PLAN

s2.01/) 1/8" =1'-0"

— INDICATES INTERIOR NON-BEARING WALL PER ARCHITECT.
% INDICATES STRUCTURAL FRAMING DETAIL. REFERENCE STRUCTURAL DETAIL SHEET.
@ INDICATES FOOTING TYPE, REFERENCE FOOTING SCHEDULE.

INDICATES CMU WALL. REFERENCE CMU WALL SCHEDULE FOR ADDITIONAL
INFORMATION.

X INDICATES STRUCTURAL POST PER PLAN

INDICATES SPAN DIRECTION OF 7/8" PLYWOOD SHEATHING MINIMUM (APA INDEX

, D-4  48/24) W/ 1 1/2" GYPCRETE TOPPING. ATTACH TO FLOOR FRAMING W/ 8d NAILS @
6" OC AT ALL PANEL EDGES AND 12" OC AT INTERMEDIATE SUPPORTS. EDGE NAIL
AT ALL BLOCKING AND DRAG STRUTS.

LEGEND - SHEAR WALL

@ INDICATES EXTENT OF SHEAR WALL. PROVIDE HOLDOWNS AS CALLED OUT ON PLANS AT
EACH END OF SHEAR WALL. HOLDOWNS INDICATE ON PLANS ARE BY "SIMPSON
STRONG-TIE CO." INSTALL AS PER MANUF RECOMMENDATIONS.

BR

ARCHITECTURE

W\LKER

STRUCTURAL ENGINEERING P.C.

SCHOOL CAFETERIA ADDITION
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SHEAR WALL SCHEDULE CMU LINTEL SCHEDULE

(SEE NOTE 10) FOUNDATION
SILL PLATE. 1 10" x 2'-0" | (4) #5 BARS AT BTM | 10" CMU WALL
7/16" SHEATHING w/ 8d @ 6" OC EDGES, | 2x PTSILLPLw/5/8"DIAX10"AB'S | o\ — oo o o
< : ) 12" OC FIELD. ALL EDGES BLOCKED 48" OC w/ PLATE WASHERS PER
@ / RIM TO PLATE - SIMPSON 2] 10" x 1'-4" | (4) #5 BARS AT BTM | 10" CMU WALL ARCHITECTURE

NOTE 10

A35 CLIPS @ 32" OC

3 10" x 6'-0" | (4) #5 BARS AT BTM | 10" CMU WALL
; ; ; WA -SILL PLATE-
7/16" SHEATHING w/ 8d @ 4" OCEDGES, | 2xPTSILLPLw/5/8" DIAX10"AB'S | (oo "o e o
12" OC FIELD. ALL EDGES BLOCKED @ 24" OC w/ PLATE WASHERS PER 4 8"x2-0" | (4)#5BARSAT BTM | 8" CMU WALL
RIM TO PLATE - SIMPSON
NOTE 10 A35 CLIPS @ 20" OC
SCHEDULE NOTES: (REF DETAIL 9/56.01 FOR BRICK VENEER LINTEL)
1. LINTEL REINFORCING BARS SHALL EXTEND 48 BARS DIAMETERS OR 24"
ADD-1 BEYOND EACH EDGE OF OPENING WHICHEVER IS GREATER,
REINFORCING TO BE CONTINUOUS THRU WALL CONTROL JOINTS.
SHEAR WALL PLAN NOTES 2. HORIZONTAL & VERTICAL WALL REINFORCING SHALL CONTINUE THRU

LINTEL & LINTEL BEAM SHALL BE GROUTED SOLID DEPTH INDICATED.

1. IF A.B. SPACING IS GREATER THAN SHEAR WALL, PLACE (1) A.B. WITHIN 12" OF EACH
END, UNLESS NOTED OTHERWISE. ROOF FRAMING PLAN NOTES

2. THE CAPACITY VALUES ARE APPLICABLE TO STUDS OF SPECIES GROUP Il (DOUGLAS FIR-
SOUTHERN PINE).
3 PANEL EDGES FOR TYPE "1" & "2" WALLS SHALL BE BACKED WITH 2x NOMINAL (MIN.). 1. DO NOT USE STRUCTURAL DRAWINGS ALONE FOR BUILDING LAYOUT. DO NOT SCALE STRUCTURAL ENGINEERING P.C.

THESE DRAWINGS MANUALLY OR ELECTRONICALLY. COORDINATE LOCATIONS OF ALL
STRUCTURAL ELEMENTS, INCLUDING BUT NOT LIMITED TO, COLUMNS, WALLS, SLAB
EDGES, DEPRESSIONS AND OPENINGS WITH ARCHITECTURAL DRAWINGS AND RESOLVE
ANY CONFLICTS BETWEEN DRAWINGS OR ELEMENTS PRIOR TO CONSTRUCTION. A
REGISTERED SURVEYOR SHALL PERFORM BUILDING LAYOUT AND LOCATION OF ALL
STRUCTURAL ELEMENTS AT ALL LEVELS. REF ARCH. DRAWINGS FOR ALL DIMENSIONS/
ELEVATIONS NOT SHOWN. CONTRACTOR IS RESPONSIBLE FOR CROSS REFERENCING
ALL DIMENSIONS/ ELEVATIONS SHOWN WITH ARCHITECTURAL DRAWINGS NOTIFY

PANEL EDGES FOR TYPE "3" & "4" WALLS SHALL BE BACKED WITH 3x NOMINAL OR (2)
2x STITCHED TOGETHER W/ 10d NAILS @ 3" OC (STAGGERED).

4. ALL SHEATHING NAILS REFERENCED ARE COMMON WIRE NAILS (i.e. 8d 0.131") SOLE
PLATE NAILS REFERENCED ARE TO BE SINKER NAILS (i.e. 16d=0.148"). VALUES OF THEIR
STANDARD CONSTRUCTION FASTENERS WILL REQUIRE SPACING ADJUSTMENTS AND
MUST BE APPROVED BY WSE PRIOR TO USE. MINIMUM NAIL PENETRATIONS INTO
SUPPORT FRAMING. 8d=1.5", 10d=1.625", 16d=1.625".

5. DO NOT PENETRATE SURFACE PLY OF SHEATHING WITH NAIL HEAD.
6. APA RATED WALL SHEATHING C-D, C-C SHEATHING, PLYWOOD PANEL SIDING, OSB, ARCHITECT / ENGINEER OF RECORD IF THERE ARE ANY DISCREPANCIES.
AND OTHER GRADES COVERED IN 2022 OSSC CH. 35 STANDARDS.
7. SHEATHING FACE GRAIN CAN BE APPLIED PERPENDICULAR OR PARALLEL TO STUDS LEGEND - ROOF FRAMING
PROVIDED THE STUDS ARE SPACED @ 16" OC OR LESS. WHERE STUDS ARE SPACED
GREATER THAN 16" OC APPLY SHEATHING PERPENDICULAR TO STUDS. | INDICATES INTERIOR NON-BEARING WALL PER ARCHITECT.
8. SHEATHING MAY BE APPLIED AT EITHER SIDE OF WALL UNLESS REQ'D AT BOTH SIDES.
9. WALL SHEATHING MUST BE EDGE NAILED @ STUDS ATTACHED TO HOLDOWNS, FULL n
HT. W INDICATES STRUCTURAL FRAMING DETAILS. REFERENCE STRUCTURAL DETAIL SHEETS.

10. PER ANSI/AF&PA SDPWS-21, SECTION 4.3.6.4.3. PROVIDE SIMPSON BPS-6 SLOTTED
PLATE WASHERS (OR FABRICATED EQUIVALENT) WITH STANDARD CUT WASHERS

EDGE OF SILL PLATE ON THE SIDE WITH SHEATHING (WHERE SHEATHING IS REQUIRED 7 ROOF FRAMING WITH 8d NAILS @ 6" OC AT ALL PANEL EDGES AND 12" OC AT
@ BOTH SIDES, ALTERNATE SIDES.) INTERMEDIATE FRAMING MEMBERS. EDGE NAIL AT ALL BLOCKING AND DRAG Z
11.  FOUNDATION VENTS ARE ACCEPTABLE UNDER SHEAR WALL TYPES "1" AND "2". STRUTS.
ANCHOR BOLTS SHALL BE PLACED 3" CLEAR OF FOUNDATION VENTS. ANY TWO D2
ADJACENT VENTS MUST HAVE AT LEAST 12" OF CONCRETE BETWEEN. ANCHOR BOLT “—— "~ INDICATES SPAN DIRECTION OF 5/8" SHEATHING OVER 2x DECKING. ATTACH TO
SPACING MAY VARY, BUT SCHEDULED AVERAGE SPACING MUST BE MAINTAINED. DECKING WITH 6d NAILS (0.113x2) @ 6" OC AT ALL PANEL EDGES AND WITH
FOUNDATION VENTS ARE NOT PERMITTED UNDER SHEAR WALL TYPES "3", "4", & "5". MINIMUM (2) INTERMEDIATE ROWS OF 6d NAILS @ 12" OC.
12.  ALLHOLDOWN ANCHOR BOLTS SHOWN ON THE FOUNDATION PLAN REPRESENT A D3 I—
GENERAL LOCATION AND MUST BE VERIFIED BASED ON SPECIFIED POST SIZE WITH “——"— INDICATES 1 1/2" x 20GA TYP B METAL ROOF DECK. m
RELATION TO THE ROUGH OPENING/EDGE OF WALL LOCATIONS. REFERENCE
ARCHITECTURAL DRAWINGS FOR DIMENSIONAL VERIFICATION. X PSE < D
% INDICATES SNOW DRIFT/ LOADS IN ADDITION TO BASE SNOW LOAD. I D
<> INDICATES EXTENT OF SHEAR WALL. PROVIDE HOLDOWNS AS CALLED OUT ON PLANS AT SA7  INDICATES CMU WALL. REFERENCE CMU WALL SCHEDULE FFOR ADDITIONAL Z <
EACH END OF SHEAR WALL. HOLDOWNS INDICATE ON PLANS ARE BY "SIMPSON INFORMATION.
STRONG-TIE CO." INSTALL AS PER MANUF RECOMMENDATIONS. <
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(N) A35 CLIP EA BAY W/ #8x5/8"
SPAX SCREWS TO UNDERSIDE OF
(E) SHEATHING

(E) SHEATHING

\

(E) STUD WALL /

\ (N) JOISTS BTWN (E)

REF PLAN

(N) 1US2.06/11.88 HANGER

(N) 31/2"x11 7/8" LVL BLKG W/

16d TOE-NAILS @ 6" OC

NEW JOISTS AT EXISTING STUD WALL

1|| - 1|_O||

BRICK FACADE PER

CMU WALL PER
PLAN N

ARCH w/ VENEER TIES
PER GENERAL NOTES

OPENING PER
ARCH

BRICK VENEER LINTEL ANGLE
PER SCHEDULE

B INSULATION BOARD PER ARCH

L/ METAL STUD FLASHING PER ARCH

?1" MAX

TYPICAL BRICK VENEER LINTEL DETAIL

1ll = 1|_Oll

WSE SID: 90-2-024

D-RING FLAT STRAP ANCHOR
REF ARCH, ATTACHED TO
BLOCK

6x8 (PLANE TO FIT IN
INSULATION CAVITY) x 1'-10"
LONG BLOCK W/ (4) A35 CLIPS EA
SIDE TO DECKING

COVER BOARD REF ARCH
RIGID INSULATION REF ARCH

e
K

TR0
RS

/10" ,ROOF ANCHOR

ROOF SHEATHING REF PLAN

(8) 0.220" x 10" SDWS SCREWS TO GLB

GLULAM BEAM PER PLAN

DTT2 TO JOIST AT EA POST

(E) 3/4" PLYWOOD T‘

(E) 2x12 @ 16" OC W/
SIMPSON JB212
HANGERS

4x4 POST @
4'-0" OC MAX

W/ NUTS &
WASHERS

/ 1/2" DIA MB's
i

711\ (N) GUARDRAIL POST AT (E) FLOOR FRAMING

TOP PL

CANTILEVERED 2x6 STUDS AT EA
JOIST W/ SIMPSON A35 CLIPS AT
TOP PL & TOP OF JOIST AS SHOWN

2x4 BLKG W/ 10d @ 6" OC TO
I-JOIST BLKG

ROOF SHEATHING
REF PLAN

LINE OF (E) BUILDING i \|

CONT2x6DBL ——

\4"

SEISMIC GAP
CANTILEVERED

I <
‘ $ 2x6 STUD
)
| =
~ SIMPSON A35
| =
Q
[
< ROOF JOIST
w
[a's

~a

C/

T T
w ; DBL TOP PL

[-JOIST BLKG BETWEEN ALL
JOISTS W/ 10d NAILS @ 6" OC
TO DBL TOP PL, UNO (REF
SHEAR WALL SCHEDULE)

ROOF JOISTS REF PLAN

SIMPSON H8
TYP EA

REF ARCH FOR FIREWALL DETAILING

WALL SHEATHING, REF PLAN
& SHEAR WALL SCHED FOR
ADDNL INFO

CONT 2x6 DBL TOP PL

2x STUD WALL
REF PLAN

_/\’_

N

SIMPSON A35
A :L//|
s

c u

T
SECTION A-A

\ A
EDGE FASTENING

REF ARCH FOR FIREWALL
DETAILING

712\ TYPICAL ROOF JOIST AT WOOD STUD WALL

$6.01/ 1" =1'-0"
WSE SID: 00-4-031

REF 1/S6.01 FOR ADDITIONAL 2x6 DF STUDS @ 16" OC

LINE OF (E) BUILDING AT
SIM CONDITION

7/16" WALL SHEATHING

INFORMATION
4x6 BLKG W/ A35 CLIP EA END
CAP PL 1/4"x4"x0'-10" W/ (2) 3/8" DIA
3/16 ‘ x 3" LAG SCREWS TO BLKG
LSTA24 STRAP 3 16‘
(ALIGN OVER BLKG) / 3/16 ‘
‘ 3/16 ‘ 3/16 V
N N

C12 PER PLAN

316

31/2x117/8 PSLBLKG KNIFE PL 5/16"X6"x(REQ'D LENGTH)

(MIN 2 BAYS)

OUTSIDE F.O. BRICK
REF ARCH

SIDE PLATE 5/16"x6" W/ (2)
3/4" DIA A307 THRU-BOLTS

HSS4x4 REF PLAN

CANOPY SECTION AT WOOD FLOOR

1|| - 1|_O||

EDGE NAILING

SHEATHING
REF PLAN

3"

/MIN

(TSI TL TN

JOISTS, REF PLAN
CMU WALL & REINF . - 2x6 BLKG @ 24" OC W/ HU26TF
REF PLAN A HANGER EA END
A,
PTDF 4x8 LEDGER W/ 5/8" DIA SIMPSON

TITEN HD (5.5" MIN EMBED) @ 16" OCTO
MASONRY WALL (LOCATE ANCHORS MIN 4"
AWAY FROM ANY EDGE AND MIN 12" FROM
END OF WALL)

LOW ROOF TO CMU WALL

1|| - 1|_O||

(N) EDGE NAILING AT EDGE OF
(E) SHEATHING EDGE NAILING

(2) 16d @ 12" OC

ROOF SHEATHING
REF PLAN

11/2"
MIN

JOISTS REF PLAN

(N) 13/4"x11 7/8" LVL

(E) 18" JOISTS (N) 13/4"x18" LVL
REF PLAN
2'-0" MAX

ROOF TRANSITION AT (N) TO (E)

1|| - 1|_O||

/ (E) SHEATHING
11>

VLT

<

(N) JOISTS BTWN (E) —/
REF PLAN \
(N) 1US2.06/11.88 HANGER (E) MASONRY WALL

_J\/_

!

(N) 2x10 (MIN) BTWN (E) JOISTS W/ 5/8" DIA
SIMPSON TITEN HD (5.5" MIN EMBED) TO CMU
(LOCATE ANCHORS MIN 4" AWAY FROM ANY EDGE
AND MIN 12" FROM END OF WALL) MIN 2
ANCHORS EA BAY

NEW JOISTS AT EXISTING WALL

1ll = 1|_Oll

SEISMIC GAP\
\

BR

ARCHITECTURE

W.LKER

W/ 8d @ 6" OC EDGES,
12" OC FIELD \\‘
- CONT 2x6
EDGE NAILING \ DBL TOP PL x
|
S
ROOF SHEATHING — 2x6 DF STUDS @ 16" OC )
REF PLAN TYP UNO -
\ ~
8d @ 4" OC TO BLKG — SIMPSON LSTA15 @ 32" OC
X FROM BLKG TO BLKG
) . sy |
( LT | ]
u \
ROOF JOIST v \m EDGE NAILING
REF PLAN
|
=] " 4x6 BLKG BTWN EA STUD
W/ A35 CLIP EA END TO
| STUD (ALT TOP & BTM)
2x6 FLAT BLOCK W/ Z-CLIP
EACH END @ 32" OC W/
(4) 8d NAILS THRU SHEATHING WALL SHEATHING,
REF PLAN & SHEAR
16d NAILS @ 8" OC WALL SCHEDULE FOR
TO BLOCKING ADDNL INFO
2x10 LEDGER W/ (3) 16d NAILS
AT EACH STUD
1" — 1|_O||
WSE SID: 00-4-030 LINE OF (E) BUILDING AT
SIM CONDITION \
4“
CONT 2x6 DBL SEISMIC GAP
TOP PL L
CANTILEVERED 2x6 STUDS AT EA o
JOIST W/ SIMPSON A35 CLIPS AT A
TOP PL & TOP OF JOIST AS SHOWN
= CANTILEVERED
TYPE 1 SHEAR WALL SHEATHING = 26 STUD \
s
& FASTENING AT INSIDE OF :
PARAPET WALL, UNO 3
a SIMPSON A35
2x4 BLKG W/ 10d @ 6" OC TO z
I-JOIST BLKG <
< ROOF JOIST
w
[a's

ROOF SHEATHING
REF PLAN

[-JOIST BLKG BETWEEN ALL
JOISTS W/ 10d NAILS @ 6" OC
TO DBL TOP PL, UNO (REF
SHEAR WALL SCHEDULE)

ROOF JOISTS REF PLAN

SIMPSON H8
TYP EA

CONT 2x6 DBL TOP PL

2x STUD WALL
REF PLAN

s :

DBL TOP PL SIMPSON A35
4 =L//|
S

S |

I
s SECTION A-A

. EDGE FASTENING

WALL SHEATHING, REF PLAN
& SHEAR WALL SCHEDULE
FOR ADDNL INFO (FULL
HEIGHT)

/"2 \ TYPICAL ROOF JOIST AT WOOD STUD WALL

w WSE SID: 00-4-031

600CH-34 SHAFT WALL
STUDS @ 16" OC

EDGE NAILING

FLAT 2x6 BLK'G

6005162-43 WALL
STUDS @ 16" OC
EDGE NAILING
FLAT 2x6 BLK'G

@ 24" OC

@ 24" OC
= \
|
_JOISTS & HANGERS /
PER PLAN

GLB PER PLAN

2x8 LEDGER W/ (2) #12 SELF
DRILLING SCREWS @ 16" OC TO
METAL WALL STUD

GYP PER ARCH

i

\ 7 7
2x8 LEDGER W/ (2) #12 SELF

A

(2) 6005S162-43 BOX HEADER W/
400T150-54 TRACK TOP & BTM

DRILLING SCREWS @ 16" OC
TO METAL WALL STUD

GYP PER ARCH

\
(2) 600S162-43 BOX HEADER W/
‘\ 600T150-54 TRACK TOP & BTM
SHAFT LINER BOARD PER ARCH

ROOF FRAMING AT SEPARATION JOINT
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