
S-DASOBO-00015003 ODF Santiam Fire & Administrative Buildings Page 1 of 1 

Substitution Requests #1 
Requests submitted before 11/26/2025 at 8:00am 

Invitation to Bid # S-DASOBO-00015003 

ODF Fire and Administration Buildings 

 

Request #1: 

Colpay Model 3200 Polystyrene Insulated Steel Door and Low-E Sputtered Products – Triple Silver Layer 
Insulating Glass  

Decision: 

Not accepted for the following reasons: 

• The product is not rust resistant. 
• Product requires a higher level of maintenance, as it requires painting to prevent rust. 
• Product can expand and contract with temperature changes. 

 

Request #2: 

Retaining Wall:  

• Magnumstone Retaining Walls 
• Cornerstone Near Vertical 100 Series 

Decision: 

Not accepted for the following reasons: 

The project scope of work does not include retaining walls. Although the Geotechnical Report does 
mention retaining walls as a potential requirement, the design phase confirms that retaining walls are 
not necessary for the Project. 

 

 

END OF SUBSTITUTION REQURESTS #1 
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